
TABLE 1 
 
Indoor Air Test Results – Fitchburg District Court, Fitchburg, MA – June 22, 2001 
 

* ppm = parts per million parts of air 
Comfort Guidelines CT = ceiling tiles 

Carbon Dioxide -  < 600 ppm = preferred 
 600 - 800 ppm = acceptable 
 > 800 ppm = indicative of ventilation problems 

Temperature -  70 - 78 °F 
Relative Humidity -  40 - 60% 

 

Location Carbon Temp. Relative Occupants Windows Ventilation Remarks 
 Dioxide 

*ppm 
°F Humidity 

% 
in Room Openable Intake Exhaust  

Outside 
(Background) 

506 74 67      

217 (outer) 1382 77 46 2 Yes Yes Yes 1 water damaged CT 

217 (inner) 1302 77 45 2 Yes Yes Yes Exhaust off, door open 

DA/Police Office 1332 77 49 0 Yes Yes Yes Supply off, door open 

Restroom (2nd floor)      No Yes Exhaust blocked by door 

219 1257 77 45 2 Yes Yes Yes 2 water damaged CT 

221 1300 76 45 1 Yes Yes Yes Supply and exhaust off, plants 

Courtroom C 1156 76 44 0 No Yes Yes  

222 1166 75 45 0 Yes Yes Yes  

220 1239 75 46 2 Yes Yes Yes  

223 1134 74 46 0 Yes Yes Yes  



TABLE 2 
 
Indoor Air Test Results – Fitchburg District Court, Fitchburg, MA – June 22, 2001 
 

* ppm = parts per million parts of air 
Comfort Guidelines CT = ceiling tiles 

Carbon Dioxide -  < 600 ppm = preferred 
 600 - 800 ppm = acceptable 
 > 800 ppm = indicative of ventilation problems 

Temperature -  70 - 78 °F 
Relative Humidity -  40 - 60% 

 

Location Carbon Temp. Relative Occupants Windows Ventilation Remarks 
 Dioxide 

*ppm 
°F Humidity 

% 
in Room Openable Intake Exhaust  

224 1130 73 46 0 Yes Yes Yes  

201 1168 74 49 1 Yes Yes Yes Door open 

203 1189 77 49 3 Yes Yes Yes Supply and exhaust off 

204 1164 75 46 0 Yes Yes Yes Door open 

205 1175 76 48 1 Yes Yes Yes 5 missing CT, 3 water damaged 
CT, water damaged paneling, door 
open 

209 1127 76 45 0 Yes Yes Yes 1 water damaged CT, water 
damaged plaster, door open 

208 1124 74 46 0 Yes Yes Yes Door open 

207 1111 74 46 0 Yes Yes Yes Door open 

210 1087 74 47 0 Yes Yes Yes 1 missing CT, door open 

212 1204 74 47 0 Yes Yes Yes  



TABLE 3 
 
Indoor Air Test Results – Fitchburg District Court, Fitchburg, MA – June 22, 2001 
 

* ppm = parts per million parts of air 
Comfort Guidelines CT = ceiling tiles 

Carbon Dioxide -  < 600 ppm = preferred 
 600 - 800 ppm = acceptable 
 > 800 ppm = indicative of ventilation problems 

Temperature -  70 - 78 °F 
Relative Humidity -  40 - 60% 

 

Location Carbon Temp. Relative Occupants Windows Ventilation Remarks 
 Dioxide 

*ppm 
°F Humidity 

% 
in Room Openable Intake Exhaust  

2nd Floor Lobby 1691 75 51 50+ Yes Yes Yes  

C213 1121 75 51 0 No Yes Yes  

Advocate 1384 76 50 0 No Yes Yes  

C112 1166 76 47 0 No No No Ventilation ducts disconnected 

107 1112 75 46 0 Yes Yes Yes Exhaust-blocked by door, door 
open 

108 1133 75 46 0 Yes Yes Yes Plant, door open 

Clerk’s Kitchen 1095 75 46 0 Yes Yes Yes 2 water damaged CT 

Clerk’s Office 1093 77 47 8 Yes Yes Yes 10 water damaged CT, candle ? 

613 1109 78 47 3 Yes Yes No Door open 

Juvenile Clerk’s 
Office 

839 79 50 3 No Yes Yes  

Chief Court 
Officer’s Office 

652 79 51 0 No Yes Yes Door open 



TABLE 4 
 
Indoor Air Test Results – Fitchburg District Court, Fitchburg, MA – June 22, 2001 
 

* ppm = parts per million parts of air 
Comfort Guidelines CT = ceiling tiles 

Carbon Dioxide -  < 600 ppm = preferred 
 600 - 800 ppm = acceptable 
 > 800 ppm = indicative of ventilation problems 

Temperature -  70 - 78 °F 
Relative Humidity -  40 - 60% 

 

Location Carbon Temp. Relative Occupants Windows Ventilation Remarks 
 Dioxide 

*ppm 
°F Humidity 

% 
in Room Openable Intake Exhaust  

Maintenance 834 79 50 1 Yes Yes Yes Window open 

Juvenile Probation 
– Main Office 

772 78 52 6 Yes Yes Yes Window open 

Juvenile Judge’s 
Lobby 

735 77 54 1 Yes Yes  Window open 

Lock-up Control 1292 76 48 6 Yes Yes Yes  

1st Floor Lobby 1112 75 49 6 Yes Yes Yes  

Adult Probation 
Clerk’s Office 

855 74 52 4 Yes Yes Yes 2 Water damaged CT 

119 778 73 54 1 Yes Yes Yes Window and door open, ozone, 
food containers 

124 840 73 55 0 No Yes Yes Door open 

120 1073 73 49 0 Yes Yes Yes Door open 

121 777 73 56 0 Yes Yes Yes Window and door open 

122 694 72 58 1 Yes Yes Yes Window and door open, soda 
bottles 



TABLE 5 
 
Indoor Air Test Results – Fitchburg District Court, Fitchburg, MA – June 22, 2001 
 

* ppm = parts per million parts of air 
Comfort Guidelines CT = ceiling tiles 

Carbon Dioxide -  < 600 ppm = preferred 
 600 - 800 ppm = acceptable 
 > 800 ppm = indicative of ventilation problems 

Temperature -  70 - 78 °F 
Relative Humidity -  40 - 60% 

 

Location Carbon Temp. Relative Occupants Windows Ventilation Remarks 
 Dioxide 

*ppm 
°F Humidity 

% 
in Room Openable Intake Exhaust  

123 1074 72 51 0 Yes Yes Yes 1 water damaged CT, door open 

101 – kitchen 1037 73 52 2 Yes Yes Yes  

Main Courtroom 1091 73 50 0 No Yes Yes  

103 1178 75 50 1 Yes Yes Yes Supply and exhaust off, door open 

103 – Judge’s 
Lobby 

1178 75 51  Yes Yes Yes plants 

 


